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90mm Acoustic Wall Ventilator 
Installed in Fire rated 90mm Stud wall

INSTALLATION GUIDE - 14-05-01-V1/ 1
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GALVANISED METAL PIPE
MINIMUM 300mm LENGTH
IS SUGGESTED

90mm ACOUSTIC VENTILATOR

90mm INSULATION

7mm FIBRE CEMENT SHEETING

90mm STUD

100mm INTUMESCENT 
FIRE DAMPER INSERTED FLUSH WITH 
THE FACADE AND FULLY SEALED

FIRE RATED SILICONE SEAL
AROUND DAMPER TO FULLY SEAL
WITH GALVANISED METAL PIPE

NON COMBUSTIBLE WEATHER LOUVRE

SARKING

13mm DOUBLE LINING
PLASTERBOARD

INTERIOR ADJUSTABLE LOUVRE
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